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Mr. James P. Stahl Jr. 
Director of Engineering 
Specified Technologies, Inc. 
200 Evans Way 
Somerville, NJ 08876 
 
Subject: FM Approval of Specified Technologies, Inc. Penetration Fire Stops and 

Cable Coating 
 
Dear James: 
 
The following materials manufactured by Specified Technologies, Inc. are FM Approved 
when installed in accordance with Fire Stop Design Nos. 129, 130, 132, 133, 134, 135, 
294, 295, 463, 464, 465, 466, 467, 468, 469, 470, 471, 472, 473, 474, 475, 476, 499, 
500, 501, 502, 503, 504, 512, 566, 567, 568, 569, 570, 601, 602, 603, and the Fire 
Protective Coatings for Grouped Electrical Cables listing as shown in the current edition 
of the FM Approval Guide: 
 

• SpecSeal® Series SSS Sealant 
• SpecSeal® Series LCI Sealant 
• SpecSeal® Series SIL Silicone Firestop Sealant 
• SpecSeal® Series ES Elastomeric Sealant 
• SpecSeal® Series AS200 Elastomeric Spray 
• SpecSeal® Series SSP Firestop Putty 
• SpecSeal® Series SSM Firestop Mortar 
• SpecSeal® Series SSWBLU Wrap Strip 
• SpecSeal® Series LCC Firestop Collars 
• SpecSeal® Series SSB Firestop Pillows 
• SpecSeal® Series CS Composite Sheet 
• SpecSeal® FyreFlange™ Firestop Angles 
• SpecSeal® Series CS105 Cable Spray 
• EZ-Path® Series 22 Fire-Rated Pathway 
• EZ-Path® Series 33 Fire-Rated Pathway 
• EZ-Path® Series 44 Fire-Rated Pathway 
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If you have any questions, please do not hesitate to contact me at (781) 255-4873 or by 
email at Jeffrey.gould@fmglobal.com. 
 
Very truly yours 

 
Jeffrey E. Gould 
Senior Engineering Specialist 
 
 
 
 
 
 
 
 
 
 
 


